FILE NAME = Ki\diststd\bd36.dgn

PLOT SCALE = 68.0228 ‘/ IN.

PLOT DATE = 3/5/2007
USER NAME = bauerd]l

CONTRACT NO, 60¢25

FAT) TOTAL [SHEET
RTE.| SECTION COUNTY  |SHEETS|" NO.

353 | 12R-4 WILL 199 ( 108

STA. TO STA.

RELOCATED HYDRANT——\\\\\\\\ ‘///////////ﬂ‘EXISTING HYDRANT TO BE MOVED FE. RO IT. . _|LLNOIS| FED. AID PROVECT
(STEP 2)

i 1

PROP. ROADWAY AND
CURB & GUTTER

18//
(450)

N 77/AN74 7T

5 (1.5 m) MIN. COVERS

NEW VALVE BOX

NEW VALVE —ﬂ\\\

0.5 cu.yd. (0.4 m®) GRAVEL DRAIN

REMOVE EXISTING VALVE BOX
(STEP 5)

EXISTING WATER MAIN

CONC. BLOCK 8" (200) EXISTING AUXILIARY VALVE

CONC. PAD AND THRUST BLOCK
10" (250) MIN. THICKNESS
SEQUENCE OF CONSTRUCTION:

CLOSE EXISTING VALVE.

REMOVE EXISTING HYDRANT.

INSTALL HYDRANT EXTENSION AND NEW VALVE.
RELOCATE EXISTING HYDRANT.

OPEN EXISTING VALVE, REMOVE BOX.
BACKFILL.

FLUSH AND TEST FOR CHLORIDE RESIDUAL
AND PROVIDE TEST.

NP AN e

ALL WORK TO BE DONE IN ACCORDANCE WITH ARTICLE
iﬁg (élé) XT FS{EH ASL[ AE[E)A 5 2 MEP EA(ZIKFEI Cﬁ,;ll—éo TASC).D E\ILE WA SV AELX\/:[ES T I N G ALL DIMENSIONS ARE IN INCHES (MILLIMETERS) UNLESS

OTHERWISE SHOWN.
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